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INFECTIOUS CONTROL NOTES- MOUNTING HEIGHTS TYPICAL DETAILS INDEX OF DRAWINGS
DURING PROJECT CONSTRUCTION NOTE: NOT ALL ITEMS ARE INCLUDED IN THE WORK. DOOR | OCATIONS DNV(\SG DRAWING TITLE DNV(\SG DRAWING TITLE

1. ISOLATE HVAC SYSTEM IN AREA WHERE WORK IS TO BE DONE TO PREVENT CONTAMINATION OF DUCT SYSTEM. ~HANDLE | ° GENERAL PLUMBING (CONTINUED)

2. COMPLETE ALL CRITICAL BARRIERS i.e. SHEETROCK, PLYWOOD, PLASTIC, TO SFAL AREA FROM NON-WORK / ¢ —F T 0000 | COVER SHEET PP10Z | MEDICAL GAS AND LASORATORY GAS DISTRIBUTION THIRD FLOOR PLAN
AREA OR INPLEMENT CONTROL CUBE METHOD (CART WITH PLASTIC COVERING AND SEALED CONNECTION T0 | . = S = 5 L WORK SHALL COMPLY WITH FEDERAL ABA G001 | DRAWING INDEX, MOUNTING HEIGHTS, NOTES AND ACCESSIBILITY PP103 | DOMESTIC WATER DISTRIBUTION FOURTH FLOOR NEW WORK PLAN
WORK SITE WITH HEPA VACUUM PRIOR FOR VACUUMING PRIOR TO EXIT) BEFORE CONSTRUCTION BEGINS. hf Y @ ;T 2 JOCAL. AND. STATE. ACCESSIBILTY, CODES AND' 002 | STANDARD ABBREVIATIONS, DETAILS, LEGENDS AND NOTES PP104 | MEDICAL GAS DISTRIBUTION FOURTH FLOOR NEW WORK PLAN

s o~ ~ — REQUIREMENTS. 6003 | SITE, STAGING AND PHASING PLAN PP201 | LARGE-SCALE THIRD AND FOURTH FLOOR NEW WORK PLANS
3. mIYNTG\ISI\IE I\TIEEAAF\)T&\%E&RF:&ETSH%REHA@TEn\l: EVFV)XREL?Eé\chviTﬁaYDEEﬁ:éggu\% /EI)F(%TIETé)lOEXTSEPFXSE.OUCT(%Il\IDTgACTOR - JRROR VP BRINKINGHC DRINKING COAT HOOK o | G004 | BID ALTERNATES A-D PP301 | DOMESTIC WATER SUPPLY DISTRIBUTION ISOMETRIC RISER DIAGRAM
EYTINGUISHER COUNTAIN FOUNTAIN P N 6005 | BID ALTERNATES E—G PP302 | LABORATORY GAS SUPPLY DISTRIBUTION ISOMETRIC DIAGRAM
MECHANICAL ROOM. SEE MECHIANICAL PLANS. CABINET SEE DOOR G006 | GENERATOR ENCLOSURE PLAN AND DETAILS PP501 | SCHEDULES

4. SEAL ALL HOLES. PIPES, CONDUITS. PENETRATIONS OR PUNCTURES WITHIN ENVELOPE OF WORK AREA IN SCHEDULE C1102_| PHASING PLAN 1 & 2 (FOR_INFORMATION ONLY) PL101 | WASTE, DRAIN, VENT, MEDICAL GAS, AND DOMESTIC WATER PIPING

APPROPRIATE MANNER. [:] DISPENSER TYP DOOR ClI103 | PHASING PLAN 3 & 4 (FOR INFORMATION ONLY) FIRST FLOOR AND SECOND FLOOR NEW WORK PLAN
.| OPENING LOCATION PL102 | WASTE DRAIN AND VENT PIPING THIRD FLOOR NEW WORK PLAN

5. CONSTRUCT ”ANTE-ROOM” AND REQUIRE ALL PERSONNEL TO PASS THROUGH THIS ROOM SO THEY CAN BE | ARCHITECTURAL PL103 [ WASTE DRAIN AND VENT PIPING FOURTH FLOOR NEW WORK PLAN
PAPER COVERALLS THAT ARE RENOVED EACH THE THEY LEAVE THE WORK STE. KEEP AREA ADACENT T0 h ACCESSIBILITY REQUIREMENTS 5103 | 3RD FLOGR LIFE SAFETY PLAN PLi0¢ | WASTE DRAN AND VENT PIPNG ROOF NEW WORK PLINS
THE ANTE ROOM MOPPED CLEAN AS REQUIRED BY PROJECT TRAFFIC. ' PAPER TOWEL RS TR RS S R R ETEN 1S104 | 4TH FLOOR LIFE_SAFETY PLAN PL201 | WASTE, DRAINAGE, AND VENT ISOMETRIC RISER DIAGRAMS

DISPENSER VINIMUM. CLEARANCES. AS. APPLICABLE. AD102 | 2ND, 3RD AND 4TH FLOOR DEMOLITION PLANS

6. DURING DEMOLITION OR ANY DUST PRODUCING WORK OR WORK IN THE CEILING, DISPOSABLE SHOES OR SHOE AD105 | ROOF DEMOLITION PLAN MECHANICAL

COVERS MUST BE WORN AND REMOVED IN THE "ANTE-ROOM” WHEN THE WORKER EXITS THE WORK SITE. 7@ 1'-0” IF DOOR HAS AD112 | 1ST, 2ND, 3RD AND 4TH FLOOR DEMOLITION REFLECTED CEILING PLANS MOO1 [ LEGEND AND GENERAL NOTES—MECHANICAL
M ﬂLQBOTH A CLOSER AD501 | DEMOLITION DETAILS MD101 | BASEMENT PIPING DEMOLITION FLOOR PLAN—MECHANICAL

7. DO NOT REMOVE CONSTRUCTION BARRIERS FROM WORK AREA UNTIL COMPLETED PROJECT IS SIGNED OFF BY |r @ | MDA LATCH 20502 | DEMOLITION DETALS D102 | SECOND FLOOR PIPING DEMOLITION FLOOR PLAN=WECHANICAL

égg\tlllgggD%EEMESNTINFECTION CONTROL DEPARTMENT, AND THOROUGHLY CLEANED BY VA'S ENVIRONMENTAL BECF;%B(E; Bt’gg%/l'ﬁg 5| | | o @ | A103 | 3RD FLOOR PLAN, CORRIDOR 1590, CANTEEN STORAGE 2501 MD103 | SECOND FLOOR SUPPLY DUCTWORK DEMOLITION FLOOR PLAN-MECHANICAL
7 o | | - g A104 | 4TH FLOOR PLAN MD104 | SECOND FLOOR RETURN AND EXHAUST DUCTWORK DEMOLITION FLOOR
8. PROVIDE DUST "STICKY” MAT ENTRANCE/EXIT OF CONSTRUCTION AREA AND REPLACE OR CLEAN WHEN NO = == | | o T A105 | ROOF PLAN PLAN—MECHANICAL
LONGER EFFECTIVE. [ — . ] | L L A113 | 3RD FLOOR REFLECTED CEILING PLAN MD401 [ FIRST FLOOR PIPING DEMOLITION FLOOR PLAN-MECHANICAL
= e E o7 A114 | 4TH FLOOR & ELEVATOR MACHINE ROOM REFLECTED CEILING PLANS MD402 | ENLARGED SECOND FLOOR DUCTWORK AND PIPING DEMOLITION FLOOR
9. KEEP AREA BROOM CLEAN AND REMOVE DEBRIS DALY IN MANNER/PATH AS NOTED T o= g FRONT APPROACHES 123 | 3RD FLOOR EQUIPMENT PLAN PLAN—MECHANICAL
| o A124 | 4TH FLOOR EQUIPMENT PLAN MD403 [ ENLARGED STAIR DUCTWORK AND PIPING DEMOLITION FLOOR PLANS—MECHANICAL
DIAPER URINAL FIRE HOSE USE ETHER PTION 2 A133 | 3RD FLOOR FURNITURE PLAN (FOR INFORMATION ONLY) M101 | SECOND FLOOR SUPPLY DUCTWORK NEW WORK FLOOR PLAN-
CHANGING CABINET OPTION 1 OR 36 2 5 A134 | 4TH FLOOR FURNITURE PLAN (FOR INFORMATION ONLY) MECHANICAL
INFECTIOUS CONTROL NOTES- STATION OPTION 2 o S5 A201_| EAST ELEVATION M102_| SECOND FLOOR RETURN AND EXHAUST DUCTWORK NEW WORK FLOOR
I R ~2 |, 48 A202 | SOUTH AND NORTH ELEVATIONS PLAN—MECHANICAL
UPON PROJECT COMPLETION T | N T 1 7203 | WEST ELEVATION M103 | SECOND FLOOR PIPING NEW WORK FLOOR PLAN—MECHANICAL
: Sk ( 1 | A301 | WALL SECTIONS M104 | THIRD FLOOR SUPPLY DUCTWORK NEW WORK PLAN—MECHANICAL
1. REMOVE BARRIER MATERIAL CAREFULLY TO MINIMIZE SPREADING OF DIRT AND DEBRIS ASSOCIATED WITH i ﬁ>| Efe B~ T 9] |<j 2300 TWALL SECTIONS 7105 | THIRD FLOOR PIPING NEW WORK PLAN—-MECHANICAL
CONSTRUCTION. T | | N | A303 | WALL SECTIONS AND DETAILS M106_| THRD FLOOR RETURN AND EXHAUST DUCTWORK NEW WORK PLAN-
. I ]—_L
2. CONTAIN CONSTRUCTION WASTE BEFORE TRANSPORT IN TIGHTLY COVERED CONTAINERS. — AGOT | SPS PLAN ENLARGEMENT, TOILET 336 MECHANICAL
A402 | IMAGING PLAN ENLARGEMENT, TOILET PLAN ENLARGEMENTS M107 | FOURTH FLOOR SUPPLY DUCTWORK NEW WORK FOURTH FLOOR
3. COVER TRANSPORT RECEPTACLES OR CARTS. TAPE COVERING UNLESS SOLID LID. HlNG;,E'O?'DE APPROACHES A403 | STAR 11 PLAN ENLARGEMENTS PLAN—MECHANICAL
SHOWER CURTAIN ROD £t 0" A404 | STAR 11 SECTION, STAIR DETALLS M108 | FOURTH FLOOR RETURN AND EXHAUST DUCT NEW WORK FOURTH FLOOR
4. VACUUM WORK AREA WITH HEPA FILTERED VAGUUM. WITH SHOWER CURTAIN SR N I A405 | STAIR 10 SECTION AND PLAN ENLARGEMENTS PLAN-MECHANICAL
5 WET MOP WORK AREA WITH DISINFECTANT. & | T T T o A406 | INTERIOR ELEVATIONS-THIRD FLOOR M109 | FOURTH FLOOR PIPING NEW WORK FOURTH FLOOR PLAN—MECHANICAL
MERIE <j: | o o3 A407 | INTERIOR_ELEVATIONS-THIRD FLOOR M110 | DUCTWORK NEW WORK ROOF PLAN—MECHANICAL
6. REMOVE ISOLATION OF HVAC SYSTEMS IN AREAS WHERE WORK IS BEING PERFORMED. I Yv——— VIS | | | =2 A408 | INTERIOR ELEVATIONS—FOURTH FLOOR M111 | PIPING NEW WORK ROOF PLAN—MECHANICAL
ee—7 N | A — | = A409 | INTERIOR ELEVATIONS—FOURTH FLOOR M112 | PARTIAL SUB—BASEMENT PIPING NEW WORK FLOOR PLAN—MECHANICAL
7. WIPE CASEWORK AND HORIZONTAL SURFACES AT COMPLETION OF PROJECT. 7 Eéﬁggﬁ'LT/OWAvbkaUARD A501 | PARTITION TYPES, FRAMING DETAILS, INTERIOR DETAILS M401 | FIRST FLOOR PIPING NEW WORK FLOOR PLAN—MECHANICAL
4 4 LATCH-SIDE APPROACHES A502 | WALL FRAMING DETAILS, GENERAL DETAILS M402 | ENLARGED SECOND FLOOR DUCTWORK AND PIPING NEW WORK
(kA M _ crash RaL A503 | PLAN DETAILS FLOOR PLAN—MECHANICAL
=¥ ) A504 | SECTION DETAILS M403 | ENLARGED STAR PIPING NEW WORK FLOOR PLANS—MECHANICAL
INFECTIOUS CONTROL SUBMITTALS S CORNER GUARD A505 | ROOF DETAILS M404 | ENLARGED STAR PIPING NEW WORK FLOOR PLANS—MECHANICAL
| | A506 | EXPANSION JOINT DETAILS M405 [ ENLARGED STAIR DUCTWORK NEW WORK FLOOR PLANS—MECHANICAL

" BARRIERS, EANS OF CREATING NEGATVE PRESSURE, ETC..PRIOR T0 START OF PROJECT FOR REVIEW BY ANDRALWALL GUARD T 406 | FRST FLOOR_PIANG DEVOLTION FLOOR PLAN-MECHANCAL

OWNER HEALTH AND SAFETY AND FACILITIES PERSONNEL PRESPONSIBLE FOR MANAGING THE PROJECT. AND CRASH RAIL A8 | CELING DETALS, INTERIOR DETAILS M501 1 DETAILS - MECHANIGAL
A509 | ELEVATOR DETAILS, CART WASH PIT DETAILS AND PASSTHRU WINDOW M502 | DETAILS—MECHANICAL
2. CONTRACTOR SHALL SUBMIT PRODUCT DATA FOR REVIEW AS REQUESTED. A510 | SHIELDING DETAILS M503 | DETAILS AND SCHEMATICS—MECHANICAL
ABOO | DOOR SCHEDULE AND DETAILS M504 | DETAILS—MECHANICAL
A601 | STOREFRONT AND CURTAINWALL ELEVATIONS AND DETAILS M505 | DETAILS—MECHANICAL
A602 | FINISH SCHEDULES M506 | CHILLED WATER SYSTEM PIPING SCHEMATIC—MECHANICAL

INFECTIOUS CONTROL PRODUCTS & MATERIALS SANITARY MIRROR A603 | 3RD FLOOR FINISH PLAN M507 | AR HANDLING UNIT_LAYOUT—MECHANICAL

NAPKIN SEAT COVER \ ) A604 | 4TH FLOOR FINISH PLAN M508 | AIR_HANDLING UNIT_LAYOUT—MECHANICAL

1. CONSTRUCTION BARRIERS SHALL CONSIST OF METAL STUDS WITH 6 MILL. THICK FIRE RETARDANT PLASTIC DISPOSAL~| , 3'-6" 1:-0’  DISPENSER~” 3-0" .J A |= AB00 | SIGNAGE ELEVATIONS AND SCHEDULES M509 | AR HANDLING UNIT_LAYOUT-MECHANICAL
SHEETS OR GYPSUM BOARD, UNLESS OTHERWISE NOTED. GRAB BAR—. GRAB_BAR-J\ 1 N AB03 | 3RD FLOOR SIGNAGE PLAN M601 | SCHEDULES—MECHANICAL

5 SOLD CORE WOODEN DOORS IN METAL FRAME — PAINTED. TP DISPENSER— ¢ |¢ i I /\ ABO4 | 4TH FLOOR SIGNAGE PLAN M602 | SCHEDULES—MECHANICAL

¢ MEE fﬂ = M603 | SCHEDULES—MECHANICAL
3. EXHAUST HOSES ARE TO BE HEAVY DUTY, STEEL REINFORCED HOSE, WPC SUCH AS MANUFACTURED BY e S EQS ] STRUCTURAL M701 ['SPS AR FLOW AND PRESSURIZATION PLAN-MECHANICAL
é FEDERAL HOSE MFG. PAINSVILLE, OH OR EQUIVALENT. == >/ §; i S001 | ABBREVIATIONS & GENERAL NOTES M801 | CONTROL SCHEDULES AND LEGEND MECHANICAL
- . s 187 15 S002 | TYPICAL DETAILS MB02 | CONTROL SCHEDULES AND LEGEND MECHANICAL
+ DISINFECTANT A> APPROVED 5 VA HOSPITAL. = oM DiPENeER. | S003 | TYPICAL DETALS MB03 | CONTROL SCHEDULES AND LEGEND MECHANICAL
S FULLY ADHERE TO S004 | TYPICAL DETALS MB04 | CONTROL SCHEDULES AND LEGEND MECHANICAL
o MIRROR S101 | EXISTING 3RD FLOOR FRAMING PLAN M805 | SEQUENCE OF CONTROLS MECHANICAL
5102 | 4TH FLOOR FRAMING PLAN M806 | SEQUENCE OF CONTROLS MECHANICAL
TYP RESTROOM S103 | ROOF FRAMING PLAN
FQ LEQ FQ ,EQ S104 | MACHINE ROOM & TOWER ROOF FRAMING PLANS FIRE PROTECTION
T 1 1 RECESSED shower —1— ST05 | ENLARGED PLAN & DETAILS FPO0T | LEGEND AND DETAILS
/SOAP HOLDER HEAD——-1 5106 | GENERATOR PLATFORM PLAN & DETAILS FP101 | THIRD FLOOR PLAN FIRE PROTECTION
SHOWER 5201 | ELEVATIONS FP102 | FOURTH FLOOR PLAN
[]/ |_—GRAB BAR—\\ CONTROLS—L—gb1 s S301 | SECTIONS & DETAILS
o x| S S302 | SECTIONS & DETAILS ELECTRICAL
- CRAB BAR /7 j "~ S303 | SECTIONS & DETAILS EO0T |LEGEND, SCHEDULES AND RISER DIAGRAM ELECTRICAL
= 4 S304 | SECTIONS & DETAILS EL101_|NEW WORK THIRD FLOOR ELECTRICAL PLAN LIGHTING
é i S305 | SECTIONS & DETAILS EL102 |NEW WORK FOURTH FLOOR ELECTRICAL PLAN LIGHTING
=|> =[x =|x S306 | SECTIONS & DETAILS EP101_|NEW WORK THIRD FLOOR ELECTRICAL PLAN POWER
e == == S307 | SECTIONS & DETAILS EP102 |NEW WORK FOURTH FLOOR ELECTRICAL PLAN POWER
il il il S308 | SECTIONS & DETAILS EP103 |NEW WORK ROOF ELECTRICAL PLAN—POWER
i ~fie TYP SHOWER I S309 [ SECTIONS & DETAILS EP104 |NEW WORK 2ND FLOOR DEMOLITION 3RD AND 4TH FLOOR
S310 | SECTIONS & DETAILS ELECTRICAL PLANS
S607 | COLUMN SCHEDULE EP401 |NEW WORK ELECTRICAL FOURTH FLOOR PLANS POWER AND SPECIAL
SYSTEMS
PLUMBING EP402 |COURTYARD, ELEVATOR EQUIPMENT, & ROOM B5-23 ELECTRICAL PLANS
PP001 | GENERAL NOTES, ABBREVIATIONS AND SYMBOLS ET101 |NEW WORK THIRD FLOOR ELECTRICAL PLAN SPECIAL SYSTEMS
PD101 | WASTE, DRAIN, AND VENT PIPING SECOND FLOOR DEMOLITION PLAN ET102 |NEW WORK FOURTH FLOOR ELECTRICAL PLAN SPECIAL SYSTEMS
PD102 | WASTE, DRAIN, AND VENT PIPING ROOF DEMOLITION PLAN F501 |DETAILS ELECTRICAL
PD201 | LARGE-SCALE THIRD AND FOURTH FLOOR DEMOLITION PLAN E601 |PANELBOARD SCHEDULES ELECTRICAL
PP101 | DOMESTIC WATER DISTRIBUTION THIRD FLOOR PLAN E602 |PANELBOARD SCHEDULES ELECTRICAL
E603 |PANELBOARD SCHEDULES ELECTRICAL
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